CITY OF BRAWLEY
STANDARD DETAILS

WATER

B-1 NEW 1” WATER SERVICE

B-1B NEW 2” WATER SERVICE

B-2 THRUST BLOCK

B-3 RESIDENTIAL FIRE HYDRANT DETAIL
B-3B COMMERCIAL FIRE HYDRANT DETAIL
B-4 BLOW OFF

B-5 VALVE BOX COLLAR

SEWER

C-6 NEW SEWER SERVICE

C-6B NEW SEWER TAP AND SERVICE
STREET

E-1 HALF STREET DETAIL

E-2 LIGHT TRAFFIC ALLEY CROSS CONNECTION (2/8)
CURB & GUTTER

F-2B CURB & GUTTER DETAIL

DRIVEWAY

G-2 COMMERICAL DRIVEWAY DETAIL
G-3 RESIDENTIAL DRIVEWAY DETAIL
G-4 SIDEWALK DETAIL

G-6 ALLEY APPROACH

STREET LIGHTS AND TRAFFIC SIGNING

H-1 STREET LIGHT DETAIL

H-7 TRAFFIC REGULATORY SIGNING
H-8 STREET NAME SIGN INSTALLATION
H-9 STREET NAME SIGN

MISC. DETAILS

-1 TRASH ENCLOSURES DETAIL



CITY OF BRAWLEY PUBLIC WORKS 760-344-5800 FAX 760-344-5612

A copy of the proposed site plan shall be submitted as soon as one is available for
review by the Public Works Department. Three copies shall be submitted.

The developer will have to hire either an “A” General Engineering contractor
license of a “C” Plumber

Specialty contractor license to perform a sewer tap.

Specialty Contractor License to perform all sidewalk, driveway and approaches.

The Public Works Department require the contractor to contact the department
at least 48 hours prior to any proposed construction work at (760) 344-5800.

If a citizen would like the Public Works Department to locate a water main or
sewer main, the administrative assistant may make a work order for the streets
and utilities department and it may be marked out within five working days.

The City may perform the connection to the water main as long as the fees for the
connection are paid at City Hall. The address to City Hall is 400 Main Street.
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APPROVED BY CITY ENGINEER:
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TEE 90" ELBOW IN—LINE DEAD END 45 ELBOW
MINIMUM SQUARE FEET OF BEARING AREA REQUIRED
FOR CONCRETE THRUST BLOCKS TESTED AT 100 PSI
PIPE SIZE TEE 90° ELBOW IN=LINE DEAD END | 45" BEND
6”7 DIA. 3.7 5.3 3.7 3.7 2.9
8" DIA. 6.4 9.1 6.4 6.4 4.9
127 DIA. 13.7 19.4 13.7 13.7 10.5
147 DIA. 18.4 26.0 18.4 18.4 14.1
16”7 DIA. 23.8 26.00 23.8 23.8 18.3
18”7 DIA. 29.9 33.6 29.9 29.9 23.0
NOTES:

INDICATED AREAS SHALL BEAR ON FIRM, UNDISTURBED OR WELL—COMPFACTED SOIL
IN=LINE THRUST BLOCK SHALL INCLUED EMBEDDED JOINT RESTRAINT DEVICES
ALL CONCRETE SHALL BE NO LESS THAN 2000 P.S.. AT /7 DAYS

PROJECT TEST PRESSURES SHALL BE NO LESS THAN 125 P.S..

IYPICAL CONCRETE THRUST
SLOCK DETAILS

CITY OF BRAWLEY STANDARD DETAILS .. NTS

ENGINEERING DEFT.

180 5. WESTERN AVE. THRUST BLOCK

BRAWLEY, CA 92227

(760) 344-5600 BRAWLEY, CALIFORNIA 1103
N CITY OF BRAWLEY o
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— 7 MAX N UNPAVED AREAS

L
=1 TP

=il

-

€ CAST RON YALYE BOX COVER

& PYE PIPE FIELD CUT 10 LENGTH A—/

PLOG

\ PyL.

'—?: 2° BRASS GATE YALVE

| {OHIO BRASS 0K 1872)
ronsss !~_
TE Vi
1 I.I [ '-

2 BRASS CLOSE NIPPLE

CAST IRON END PLUG WATH TAF ROTATED 70 TOF & WATH THRUST BLOCT.
WBTWTDHJWEwSF.MNGMIHMWm

- P.Y.C. WATER MAIN

2 PYL MIP X SLIF ADAFTOR WITH
THREADED

CITY OF BRAWLEY
ENGINEERING DEFT,
180 S. WESTERN AVE.
BRAWLEY, CA 92227
(760) 344-5800

STANDARD DETAILS be NTS
BLOW OFF B-4
BRAWLEY. CALIFORNIA Hesisos | Pac
N Ciry OF BrRawLEY o




6" PAVED AREAS

CAST IRON BOX COVER 14" UNPAVED AREAS
MARKED "W~
2)I|
4000 P.S.l. CONCRETE ”
COLLAR 1/2” PAVED AREAS
2” UNPAVED AREAS

FINISHED PAVING OR
GROUND SURFACE

\ 6” PAVED AREAS

8" UNPAVED AREAS

NN
[
IS
a
IS

(1)—NO. 4 REINF.

AGGREGATE BASE

NOT TO SCALE

I'YPICAL VALVE BOX
COLLAR DETAIL

CITY OF BRAWLEY STANDARD DETAILS beae. NTS
ENGINEERING DEPT.

} 180 S. WESTERN AVE. VALVE BOX COLLAR
BRAWLEY, CA 92227
(760) 344-5800 BRAWLEY, CALIFORNIA "e/11/03

OVNER ™ CITY OF BRAWLEY B
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32
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A.C. PAVING —\

T T e han e Tt L
2
=
.
3
™ 45, EXCEPT 22 1/Z
WHERE ROLLED OVER
SLOPE: 1/4°/FT. MIN. (SEE NOTE 1) ;-5-55\”0'5s ARE CALLED_\/\ 45" BEND, EXCEPT 22 1/Z
i ) 1 WHERE ROLLED OVER SERVICES
1 1 ) — ARE CALLED FOR
CENTER ONE FULL
LENGTH JOINT OF
EXTEND TO PROPERTY 4%4"%4" 4" DIA. SEWER SERVICE PIPE UNDER WATER TEE WE
LINE PLUS 5 FT. MIN. WYE AT P/L IN SEWER MAIN

NOTES:
1. %"/ FT. ALLOWED TO MEET MINIMUM DEPTH AT PROPERTY LINE OR WATER LINE CLEARANCE REQUIREMENTS.
2. ALL TRENCH BACKFILL TO BE COMPACTED 90% MINIMUM AND RANDOMLY TESTED AT 1 TEST EVERY 3 SERVICES.

3. EXTEND 4" DIA. CLEAN-OUT WITH STOPPER TO WITHIN 12" OF GROUND SURFACE.

CITY OF BRAWLEY STANDARD DETAIL bwee. NTS

ENGINEERING DEPT. C-G

180 S. WESTERN AVE. NEW SEWER SERVICE

BRAWLEY, CA 92227

(760) 344-5800 BRAWLEY, CALIFORNIA B 12/02 e
OWNER - CITY OF BRAWLEY S0B




—= VARIES |—=—o0

w
2
% fﬁgcs UCUn_iE?g AC. PAVING—\
'3
EETTESTETETE et _ / = .
[=]
* - BEND 2 1z Exeen
SLOPE: 1/4°/FT. MIN. (SEE NOTE 1) ,555"'055 ARE CALLED 22 1/2 BEND EXCEPT
— 1 1 1 I XII’;’EEREALT.%IBLEFDO ROVER SERVICES
/ CENTER ONE FULL B
\ LENGTH JOINT OF P
EXTEND TO PROPERTY 444" 4" DIA. SEWER SERVICE PIPE UNDER WATER INSTALL CONCRETE ENCASED
LINE PLUS 5 FT. MIN. WYE AT P/L "FURNCO" SADDLE ON EXISTING
SEWER MAIN
NOTES:
1. }’5" / FT. ALLOWED TO MEET MINIMUM DEPTH AT PROPERTY LINE OR WATER LINE CLEARANCE REQUIREMENTS.
2. ALL TRENCH BACKFILL TO BE COMPACTED 90% MINIMUM AND RANDOMLY TESTED OR POUR 2-SACK SLURRY TO
GRADE AND PATCH BACK TRENCH ZONE WITH "HOTMIX" ASPHALT CONCRETE TO MATCH EXISTING.
3. EXTEND 4" DIA. CLEAN-OUT WITH STOPPER TO WITHIN 12" OF GROUND SURFACE.
CITY OF BRAWLEY STANDARD DETAIL e, NTS
ENGINEERING DEPT. C-6
180 S. WESTERN AVE. NEW SEWER TAP AND SERVICE B
BRAWLEY, CA 92227
DATE BY
(760) 344-5800 BRAWLEY, CALIFORNIA 7/30/03 AcC.
OVNERcITY OF BRAWLEY NoE




TABLE OF HALF—STREET
WIDTH CHARACTERISTICS

A7 "B” c”
RESIDENTIAL | 30°-0"| 20’'-0"| 10°-0"

RESIDENTIAL / INDUSTRAL| 40°’—0” | 25°=0" | 15'-0"
INDUSTRIAL | 50'-0"| 30°-0" | 20'-0"

NOTE:

1. SUBGRADE COMPACTED TO 90% MIN. COMPACTION, AND COMPLY WITH 2003 GREENBOOK SEC. 301-—1.2

PREPARATION INCLUDES SCARIFY AND RE—COMPACT.

2. CLASS 2 BASE COMPACTED TO 95% MIN. COMPACTION, AND COMPLY WITH 2003 GREEN BOOK SEC. 301-2.3
3. RESIDENTIAL AND LIGHT INDUSTIRAL 3" THICK ASPHALT CONCRETE PAVING, WITH 9" THICK OF CLASS 2 BASE.
4. INDUSTRIAL AND COMMERCIAL 3" THICK ASPHALT CONCRETE PAVING, WITH 12" THICK OF CLASS 2 BASE.

COMPACTED BACKFILL 87% MIN.
POWER, T.V. AND PHONE CONDUIT (TYP.)

TOP OF SIDEWALK FOR GRASS.

—— FINISHED GRADING TO BE 0.10 FT. BELOW
FINISHED GRADE
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CITY OF BRAWLEY
ENGINEERING DEPT.
180 5. WESTERN AVE.
BRAWLEY, CA 92227
(760) 344-5800

SCALE:

STANDARD DETAILS NTS

HALF STREET DETAIL

E-1

BY:

APPROVED BY CITY ENGINEER:

BRAWLEY, CALIFORNIA  "ioms04 | Ac.

omer: CITY OF BRAWLEY N
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LIGHT TRAFFIC ALLEY CROSS SECTION 2/8)

CITY OF BRAWLEY

REVISED BY *

DATE

STANDARD DETAIL

YAT,

i2-p4-01

CHECKED BY

DATE

AL,

11~19~2001

DRAWN BY

DATE




2)_2n

WEAKENED PLANE JOINTS — '8 21,6
SPACED AT 10°-0" O.C. SEE NOTE 1
R = 1/2” GUTTER ELEV: N / te e
2 : b
o — : ] =
1\ g7
y - - b FILL WITH
% }7 | RT . - JOINT SEALANT
3 WEAKENED PLANE JOINT
SEE NOTE 2 AT 10°=0" 0.C. TYPICAL
i I 4500 P.S.|. JOINT SEALANT

SUBGRADE PREPARATION
UNDER CURB AND GUTTER.

NOTES:

CUT EXPAN. JOINT.
FILLER & SEAL -
ASPH." EXPAN.

1. PLACE "S” (STAMPED), AND "G” (CHIPPED) IN
TOP OF CURB FOR SHOWING THE RESPECTIVE
LOCATION OF SEWER AND GAS SERVICES.

JOINL:FILLER 4 -
FULL DEPTH . —=
OF CONCRETE - 4

"W” (STAMPED)— WATER SERVICE
EXPANSION JOINT

2. EXTEND JOINT SEALANT ACROSS GUTTER AND
UP CURB FACE, ALL JOINTS. AT 40°—0” 0.C. TYPICAL AND AT ALL
3. SUBGRADE FOR CURB SHALL BE 90% MIN. COMPACTED. STRUCTURES, DRIVEWAYS AND RETURNS

SCALE:

STANDARD DETAILS NTS
CURB & GUTTER DETAIL

CITY OF BRAWLEY
ENGINEERING DEFT.

) 180 S. WESTERN AVE.
/] BRAWLEY,CA 92227

F-2
B

DATE: BY:

10/5/04 | A.C.
ENO.

(760) 344-58600 BRAWLEY, CALIFORNIA

JO!

APPROVED BY CITY ENGINEER:

omer: CITY OF BRAWLEY




TJ = 3/4” MIN.

MAT OF STEEL

CURB

NOTE:

\SEE NOTE 4.

SEE NOTE 4./

1. A MINIMUM OF 24 HOURS PRIOR NOTICE TO SCHEDULE AN INSPECTION BY THE CITY OF BRAWLEY PUBLIC WORKS DEPARTMENT IS REQUIRED.

2. THIS DETAIL IS ACCURATE AND COMPATABLE WITH AREAS THAT HAVE AN ADJACENT ATTACHED SIDEWALK.

3. REBAR IS REQUIRED ON COMMERCIAL DRIVEWAYS AND ALLEY APPROACHES.

4. "X" DISTANCE = 3'-0" FOR 6" CURB FACE
4'—0" FOR 8" CURB FACE

3 REBAR AT 18" O.C.
DEEP TOOLED ’fSEE NOTE 3) DETACHED SIDEWALK
JOINT
EXPANSION JOINT
U q 4411, THI6K< . 'I '&I 5 . . 4_" - 44 ) qf_' Ta - .--<4 : __4_ 'fLLI L _ .- .<
4. &\o : IO 1 4 we |0 Lta 47 THICK - Y
©© 7. . CONERETE. |vg -Tﬂ, .n'\z; S, i =l\:.x'°o"-'g' BN S :q'CONCRIfg'E'O‘
Cie - SIDEWALK S ShlAC e Bu e rRE R NE T goewak
_ o g A AR A 4 .- @ _ B Co _I
Pa) - . . R WA 4 — 2 T A Q
A A R R LA 4 A N 1 TO SLOPE BRMK LI,VE lU« 4. l-dd 3 W wio W —
v vz v v Sl . 67 4500 P.S.J. CQNCRETE . " voovoovo
v v Plev . 440N6 METTED SAND OR. CLASS I BASE < - | v v Sl %
Z|Z g T ‘1 4 E A = <
v v 2B N N E ] -4 ': E 4_”’%1“’ v v %O -
v v &7 v N|s. ¥ R e 4:\,'Q'A|3—v\‘%\ v v W7
W . . SIS B N e A R <) L
v v v v v —_y < ‘{ Ca 9.4 ey wZ v v N
| |
/ 1/2” UpP—" \_FACE OF ‘\J
, CURB ©
4'-8" X 16'—=0" MIN. TO 36'—0" MAX. X 4'-8"
FACE OF J CUT EXPANSION JOINT
CURB FILLER & SEAL ALL
SEE NOTE 4. SEE NOTE 4 EXPANSION JOINTS
MAT OF STEEL
TJ = 3/4” MIN. #SJEERL;IB(;\%AJT 18” 0.C. S
DEEP TOOLED ( ) ATTACHED SIDEWALK
JOINT EXPANSION JOINT
N Te, | T L -
ATTACHED 19 L S Y S 4 s
SIDEWALK RN - R B o Y-S (S
AR TR T R e ESM SR @
. T i a “la e ) " K . fe)
Ztm.-ﬁ'_-_ 1. 4 ' B R
: ZJ =\ S 'BRB—TK_DNE'TJ — XS =TF — 2
.zl - | g - ". 67 4300 P:S4. CONCRETE., - A =S z
s - Q . RN oys WETTED SAND ORCLASSIIBASE oy )
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2B e Hicke: A e e AL T 4 THioK " 2|2
Do &S GONCRETE fafs . T Q Iy LR > '.4_«-“- i & Eot' CONCRErE g[S ™
Ay SJ@EWALK il SR I e R AT RN <SIDE§/ALK R S
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g . P a4 4 . 44 B ) L. bl q T
2 4 a A 91/2" Lp—~, ° a R \_I—ZACE OF NG, J
7 -4 A RN RS a .. N 4 < i <« CURB - - X
4'-8” X 16'—=0" MIN. TO 36'—0" MAX. X 4'-8”
FACE OF J CUT EXPANSION JOINT

FILLER & SEAL ALL
EXPANSION JOINTS

CITY OF BRAWLEY
ENGINEERING DEPT.
180 5. WESTERN AVE.
BRAWLEY, CA 92227
(760) 344-5800

STANDARD DETAILS

SCALE:

15

COMMERCIAL DRIVEWAY DETAIL

G-2

BRAWLEY, CALIFORNIA

DATE: BY:

APPROVED BY CITY ENGINEER:

omer: CITY OF BRAWLEY

10/5/04 | A.C.

JOB NO




TJ = 3/4” MIN.

NOTE:

3. 1/3' PER FOOT / 1.5% MAX SLOPE FOR SIDEWALK AREA.

DEEP TOOLED DETACHED SIDEWALK
JOINT
 EXPANSION JOINT 5
< Ll K ] ~ 44 _.E:‘j_ T . . - E < - L|_|-_' N 2
RN T CE I T D PR T LT
-- mg = \ PO ] RS CIRE Ta 3 R .. S
o L4, . a - N T S " CONECRETE ™ ]
o vsbewak o TAZ R T MRSt e Ru o, 0 MRS R Z T Shrwak o
4. e ' 2 R B R T IUC S DPE S o I
Lo R 4&\3 4 i L“\?'« ' % N B
4 . ;. L e - Al c a4 et ) — T -9 b
N4 N4 N4 h4 TV h4 N4 N T SLOPE BREAK LI,VE IU{ a. :-AA W v wi'U v —
v v o=|v v v v 1 N 6” 4500 P.S.I. CONCREI’E L= v v v
v v v ooy oov A N 6" WEITEDASAND OR.CLASS Il' BASE < B . A
- . . a4 ° A |
v v <Z(§ v v v,\\\oél 'IE S <1 . 4. 4v 'In E A_ug%zw v v ?Q +
v v &Py v v B A i N|a. T R« |G AE"‘_’«?\%\ vV v
v v Y v v Re - A F,Ji\ld(f) - A -'<_"<i T 4o - ‘li\‘ #) e v v 4
| ' B |
/ 1/2" LP— \_ FACE OF \,T
, CURB ©
4'-8" |3'-0" 10°=0” MIN. TO 20°—0" MAX. 3'-0" 4'-8"
FACE OFJ 16-0 MIN. TO 26 -0 MAX. CUT EXPANSION JOINT
CURB FILLER & SEAL ALL
EXPANSION JOINTS
TJ = 3/4” MIN.
DEEP TéOLED ATTACHED SIDEWALK
JOINT  EXPANSION JOINT .
7 4% ., ] . T
ATTACHED B IR R S A _— ?, :
SIDEWALK R s e wdlf] ool Nl %
Sl =E x L L __44_ -=E"§<: 4% N PN ?
YW, R ST R e S R TEN o
. . ; . < - . -1 : - . B
qg . - -9 14 ddq a .-_4_<, 4 X ol e S
s B2 PR N S M PR R = .
— 1 F R qd' TJ—”erPrBRW—UNE‘TJ NR Ty LTy Q
S L = S 4800 ‘P.54.. CONGRETE., - - ol z
R PR : X 7/ F _“ 0%6"WETEDSANDORCLASSIIB‘}ASE 4T e SRR I PR
U2 ek 2 o e a | e LA 47 THICK T 2|Z
-4 &[S GONCRETE: ;:g%,j_ . E Lt s et B qg;ghéciﬁrf s >
LSy e o, TRd L e G e L
D e «1/2" L/P—/ T g SRR Y \_E%‘E o N, «
sl TS A T : 4 i I V7.7 T T
4'-8" |3'-0" 10°=0" MIN. TO 20°—0" MAX. 3_0” 4'-8"
Face oF / 16-0" MIN. TO 26'-0" MAX. CUT EXPANSION JOINT
CURB FILLER & SEAL ALL

EXPANSION JOINTS

1. A MINIMUM OF 24 HOURS PRIOR NOTICE TO SCHEDULE AN INSPECTION BY THE CITY OF BRAWLEY PUBLIC WORKS DEPARTMENT IS REQUIRED.
2. THIS DETAIL IS ACCURATE AND COMPATABLE WITH AREAS THAT HAVE AN ADJACENT ATTACHED SIDEWALK.

CITY OF BRAWLEY
ENGINEERING DEPT.
180 5. WESTERN AVE,
BRAWLEY, CA 92227
(760) 344-5800

STANDARD DETAILS

OCALE:

15

RESIDENTIAL DRIVEWAY DETAIL

G-5

BRAWLEY, CALIFORNIA

DATE:

10/7/04 r A.C.

APPROVED BY CITY ENGINEER:

owver: CITY OF BRAWLEY

OB




%" GROOVES WITH
16" EXPANSION JOINT ROUNDED EDGES

1/4" PER FT

LIGHT BROOM FINISH PARALLEL
WITH DIRECTION OF TRAVEL
WEAKENED PLANE JOINTS
@ 10' SPACING

%" EXPANSION JOINT

NOTE:

1. %" EXPANSION JOINT @ EACH END OF CURB RETURN AND @ 40'-0" INTERVALS.

2. STANDARD WEAKENED PLANE JOINTS @ 10'-0" INTERVALS.

3. USE CLASS "B"P.C.C.

4. NO TRANSVERSE EXPANSION JOINTS WITHIN LIMITS OF DRIVEWAY.

5. MAY BE POURED AS A MONOLITHIC.

6. P.C.C. FOR THIS WORK SHALL MEET OR EXCEED 4,000 PSI COMPRESSIVE STRENGTH AT 28 DAYS.

7.)" PER FT. SLOPE FOR DRAINAGE.

8. ALL EXPANSION JOINTS ARE REQUIRED TO BE CUT DOWN AND CAULKED. AS PER GREENBOOK SECTION 201-3.4.

9. GRADE TO DRAIN TOWARDS STREET.

PROPERTY LINE

5:-0"
SLOPE Y, "PERFT. ___~
T 3L

DY IR P

N \ 4,000 PSI CONCRETE
\THICKENED EDGE

\ CLASS 2 BASE OR CLEAN SAND

EQUIVALENT OF 30 OR HIGHER.

TYPICAL CROSS
SECTION

—
= —=——\/ARIES TO ZERD——m }//_I
' 4

GROOVE

SECTION

WEAKENED
JOINT

CITY OF BRAWLEY STANDARD DETAILS

SCALE:

NTS

ENGINEERING DEFT.

BRAWLEY, CA 92227

180 5. WESTERN AVE. SIDEWALK DETAIL

G-4

(760) 344-5800 BRAWLEY, CALIFORNIA  [""y4/04

[ac

APPROVED Bv CITY ENGINEER: OWNER: CITY O F BRAWL EY

JO




: ,
% MAT OF STEEL S
= — 3/8’ REBAR A
AT 1670.C. a

6" FACE OF CURB—\

AN

¥ 1 LIP
370 10’-0* MIN TO 20'-0" MAX 30
16’-0* MIN TO 26’-0“ MAX
e _,‘ g”
\ GRA;LAR FILL
ALLEY
APPROACH
CROSS SECTION
~ CITY OF BRAWLEY STANDARD DETAILS bewe. NTS
45, ENGINEERING DEPT. G-C
N0 = 180 S. WESTERN AVE. ALLEY APPROACH
&7/ BRAWLEY, CA 92227
(760) 344-5800 BRAWLEY, CALIFORNIA B i1 /02 Bac
OVNER " CITY OF BRAWLEY o




HIGH PRESSURE SODIUM VAPOR
LUMINAIRE COMPLETE WITH PHOTO
ELECTRIC CELL, 150 W.; EXCEPT,
WHERE OTHERWISE INDICATED.

75 W.| NEIGHBORHOOD
100W. | CUL_DE—SAC’S
150W. | INTERSECTIONS
15°—0" ARM "KW
INDUSTRIES ARM#
115PL” OR APPROVED
EQUAL
ROUND TAPERED SHAFT
"KW INDUSTRIES POLE#
_ RTSE 30—8.01—G—1 *
2 PL OR APPROVED EQUAL
<
|
o)
M
2’ — 6" EXCEPTm
6 — 0° WHERE |5
SIDEWALK OCCURS©
L
. o
N Ly
QO
S l N g — E
NE <
w|= IR
B

SEE TRENCH DETAIL
FOR CONDUIT AND WIRE

FOUNDATION,
SEE DETAILS

ELEVATION

NOTE:

. 150 WATT LUMINAIRE AT INTERSECTIONS OR IN FRONT OF
INTERSECTIONS AND 75 WATT ELSEWHERE.

2. NO. 4 TIES TO BE | 2" SEPARATION FROM TOP AND BOTTOM.
3. SIDEWALL REBAR TO BE 3" MIN FROM EXCAVATION WALLS AND
BOTTOM.

4" X 6" OPENING
FOR HANDHOLE WITH
FRAME AND COVER
WITH GASKET

4 — 1/4” 20 HEX
SOCKET CAP SCREWS

ALUM. BASE COVER
IN 4 1/4 SECTIONS

1 1/4"
—[—H”

L SLOPE: 1/4”

CEMENT MORTAR
DRY—-PACK

| 1 L
VENT HOLE /‘
IN BOTTOM |
4" X 24" X 24"/>| le— 7 374

SQUARE TOP
POLE BASE

1” X 11.5” X 11.5" ,LmeL,fNG
BASE PLATE
_ ” EXTEND CONDUIT
R=1/2 4” MIN. ABOVE
BASE PLATE
FIN. GRADE OR
SIDEWALK 1” GALV. NUTS
1_ 2" 5‘;./ WITH WASHERS
aliy N .4 _\l.u_w
T T -
. 'z,ﬁ; : ;ﬁ— CLASS "B
o = E CONC.
e XL P
) iy — FUTURE
~ VL STUB—OUT
AN AS REQ,D.
’\‘ —
£ | |5
S| 4 TES AT ~N
- | 127 oc. g]_]%% NN ‘- 17 x
_ : IR 36” aB.
! Ve Wol4 THREAD 47
©| RENF ~ T PROJECT 3.75
. q'
3" CLR.— — | " NO. 4 BARE
ead SOLID CU.
— - == GROUND
Se=njliply
. / Tl ]
- 24”8 MIN.
SAND 242 MIN. |
5!_0,,
LONG COIL

FOUNDATION

CITY OF BRAWLEY

STANDARD DETAILS

SCALE:

NTS

ENGINEERING DEFT.
160 S. WESTERN AVE.
BRAWLEY, CA 92227

STREET LIGHT DETAIL H-1

(760) 344-5800

BRAWLEY, CALIFORNIA

DATE: BY:

APPROVED BY CITY ENGINEER:

omer: CITY OF BRAWLEY N

10/5/04 | A.C.
ENO.




SIGN SIZE

24“x24” CITY STREET
CROSSING CITY STREET

30"x30” STATE HIGHWAY

Lo s

/o]
o
- o
CROSSING CITY STREET
o
5 1-3/47 X 1-3/47 ©
n 12 Gauge Post LN
s o
o
& © © © 0'-3/8" Rivet (typlcab
€ o o o
()
g o o o]
2 o o) o
5 o o o
5‘0 o o o
< 5 ° ° GALVANIZED POST °
g ] 2" X 2" X 12"
£ N o o o
g o o o
'=3/8" Rivet (Typical)
o | MORE THAN 77 o | o
o ‘ o ‘ o
| 20" ? | 210 ? | 7'-0” OR LESS ‘ o
SIGN BEHIND | ||o
? ‘ ¢ ? SIDEWALK ——4——8*1/4” Anchor Sleeve
o o
e ) (e | e ) ﬁi
F 2 T
PRI | © b S ot | o
g// o “l o <l o4 i 1-6"
K o= 3 0 ; o-g*
o e, ol
o 0 o
s 1 >
o 0 o
4»‘ ‘<—E” Anchor Post 4»‘ ‘<72y Anchor Post 4»‘ ‘<—E’ Anchor Post

12
ROUND
OR SQUARE

NOTES:

1. STRUCTURAL STEEL TUBING
USED FOR POST & SLEEVES
SHALL BE GALVANIZED 12 GAUGE
COLD ROLLED STEEL, OF THE
NOMINAL DIMENSIONS SHOWN
HEREON AND MEET THE
REQUIREMENTS OF ASTM A446

2. GALVANIZING SHALL BE PER
ASTM AS525. POSTS & SLEEVES
SHALL HAVE 7/16" DIA, HOLES
SPACED 1”7 OC, £1/8” & SHALL
HAVE NO MORE VARIATION IN
STRAIGHTNESS THAN 1/16” IN, 3"
POSTS SHALL BE SQUARE WITHIN
£0.014", HAVE TWIST NO GREATER
THAN 0.062” IN 3" AND HAVE
CORNER RADII OF 5/32” £1/64",
3. THE SIGN SHALL BE MOUNTED
ON POST IN ACCORDANCE WITH
SECTION 56, “SIGN” OF THE
STATE STANDARD SPECIFICATIONS,
ALL FASTENING HARDWARE IS TO
BE PROVIDED BY THE
CONTRACTOR,

4. MAXIMUM SIGN SIZE 52 SQ. FT.

CITY OF BRAWLEY
ENGINEERING DEFT.
160 S. WESTERN AVE.

(760) 344-5800

STANDARD DETAILS

SCALE:

15

TRAFFIC REGULATORY SIGNING

APPROVED BY CITY ENGINEER:

omer: CITY OF BRAWLEY

BRAWLEY, CALIFORNIA 5005 | Ac

JO

H-7




TALAIZOA 151 X T X2 €C)
STELL TUBE Wil S2LECTED PUNCHES

[ =)

]

M B
13 ™
& . L s AL, PACE
) . /“\‘\1 AU PATE
: . DETAIL-C
PAVYIREA (51 X8 X260 CHERRYMATE
STREL TUBK VATH SELECTED RUNCHES VATH 2 ALUM. SPACER
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Home of the Cattle Call




©

20'—0"

6’ x 10° CONCRETE
(3000 PSI) WITH
6 x 6 x 10 Ga. WW,
(WELDED WIRE FABR
REINFORCEMENT.

SLAB

F
IC)

&

6' x 20° CONCRETE SLAB
(3000 PSI) WITH S
6 x 6 x 10 Ga. WWF |
(WELDED WIRE FABRIC)
REINFORCEMENT.

6” THICK CONCRETE
SLAB (3000 PSI) WITH

6 x 6 x 6 Ga. WWF 1/2 EXPANJCS)H(,\DIL\H-

6” THICK CONCRETE
1/2” EXPANSION SLAB (3000 PSI) WITH
JOINT 6 x 6 x 6 Ga. WWF

(WELDED WIRE FABRIC) | (WELDED WIRE FABRIC) 1
REINFORCEMENT. e REINFORCEMENT. o
19'—4” 21'—4”
SINGLE DOUBLE
DUMPSTER ENCLOSURE DUMPSTER ENCLOSURE

NTS

BOND BEAM AT TOP
WITH #4 REBAR

#4 VERTICAL STEEL AT
24” 0O.C. 20” MIN. LAP.

FINISHED FLOOR LINE

BOND BEAM AT TOP
WITH #4 REBAR

#4 VERTICAL STEEL AT
24” 0.C. 20" MIN. LAP.

8” MASONRY UNIT

16"

6 x 6 x
(WELDED

2—#4 HORIZONTAL
CONTINUOUS TYP.

NTS

8” MASONRY UNITS

5 _4”

L+l

‘._.--'."".__'..- Py
7 I\
6 x 6 x 10 Ga. WWF

(WELDED WIRE FABRIC)
REINFORCEMENT.

‘<> SECTION

/

T o
o AT
[

NTS

1/2" EXPANSION JOINT

6 Ga. WWF
WIRE FABRIC)

REINFORCEMENT.

FINISHED FLOOR LINE.

NGL

NOTE:

a

6 x 6 x 10 Ga. WWF
(WELDED WIRE FABRIC)
REINFORCEMENT.

SECTION

@

NTS

1. FOR DUMPSTERS AT REAR PROPERTY
LINE, ALIGN CONCRETE SLAB IN ALLEY,
AT ALLEY LEVEL.

DUMPSTER

ENCLOSURE

: STANDARD
Clty of Brawl cy DETAIL — APPROVED CITY ENGINEER
DRAWN BY | AC CHK'D BY | YAT REVISED BY | —1
DATE 10,/08/02 DATE 10,/08,/02 DATE




